
Kit Number Start Date Start Time End Date End Time Temperature Room Floor Result Units Variance Analysis Date %Moisture Retest CRM Retest

9121622 2018-12-03 10:00 am 2018-12-05 10:00 am 68 AMY 1 < 0.3 pCi/L 0.4 2018-12-07 2.8

9121611 2018-12-03 10:00 am 2018-12-05 10:00 am 68 JACKIE 1 < 0.3 pCi/L 0.3 2018-12-07 3.6

7998220 2018-12-03 10:00 am 2018-12-05 10:00 am 68 JAIMIE 1 < 0.3 pCi/L 0.3 2018-12-07 6.1

7998274 2018-12-03 10:00 am 2018-12-05 10:00 am 68 JAIMIE 1 < 0.3 pCi/L 0.2 2018-12-07 7.3
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